**GENERAL NOTES:**

- PROPOSED SQ. FT. = 27.77 SQ. FT.
- CABINET TO BE .080 WALL EXTRUSION
- SIGN CABINET ANCHORED TO EXISTING CONCRETE BASE / FOUNDATION W/ ALLTHREAD SET IN STRUCTURAL EPOXY
- LED ILLUMINATION

**ELECTRICAL NOTES:**

- ALL ELECTRICAL COMPONENTS WILL BE UL LISTED AND APPROVED AS PER 2005 NEC 600-4, 600-3 AND DESIGNED TO UL #48.
- ALL SIGNS ARE TO BE GROUNDED AND BONDED PER NEC 600-7 AND 250-95. ALL SECONDARY WIRING WILL BE AS PER NEC. ALL PRIMARY WIRING WILL BE #12 TWHN HIGH TENSION AS PER NEC 600-21.
- SIGN REQUIRES (1) 120V @ 20 AMP SERVICE LINE DEDICATED TO THE SERVICE PANEL.
- POWER SUPPLIES REQUIRED = 1 TOTAL INPUT AMPS @ 120V = 1
- JUNCTION BOX INSTALLED BY CUSTOMER'S ELECTRICAL CONTRACTOR TO WITHIN 6 FT OF SIGN LOCATION PER NEC 600-21.